
VAPA Dialysis RenovationSubmittal Review 
Submittal Number: 025 Date Recd: 12/4/2013

Subcontractor: Electrical

Description: Light Fixtures, Exit Fixtures

Page 1 of 1

Architect's corrections or comments (or the absence of the same) do not relieve Contractor from compliance with the requirements of the Contract Documents.  Architect’s review is limited and is only 
for general conformance with the requirements of the Contract Documents.  Any deviations from contract requirements not clearly identified as deviations, have not been reviewed.  Contractor is solely 
responsible for: job site correlation and confirmation of all dimensions; quantities, weights, and gauges; selecting fabrication processes and construction techniques; and coordinating and safely and 
satisfactorily performing the work in compliance with the requirements of the Contract Documents.  Review of any item does not indicate acceptance of any assembly of which the item reviewed is a 
component.  See the Specifications for definition of purpose of Architect's review of Contractor's submittals.

Reviewer: Consultant

Specifications Sections: 265100, 2.1 - 265100, 2.9 -  - 

Product Data/Other -  -  - Submittal Type:

Substitution

Proj.#: 140-0802-05

12/10/2013

The
Design 
Partnership LLP 
Architects + Planners

1412 Van Ness Ave. 
San Francisco, CA        94109
Phone:          (415) 777-3737
Fax:              (415) 777 3476

1. Reviewed/No Exceptions Taken (UON)

Type F6, Fype E1

2. Make Corrections Noted (Resubmittal Not Required)

Type F1, F1A, F2, F5, F7

3. Revise as Noted and Resubmit

4. Incomplete Submittal, Submit Missing Information 

Type F6, Type E1

5. Rejected, Resubmit as Specified

Type F3, Type F4

6. Retained for A/E/Owner Record Only, without A/E Review  

Other Comments

For specific comments related to the Electrical Engineer's 
review of this submittal, see attached.
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VA Palo Alto Dialysis Suite Renovation Page 2 
Submittal - Electrical 26 51 00 Job No. 12050 
December 10, 2013  

Reference and Description Review Comments 
  
Section 16510  – lighting Fixtures, Lamps and Ballasts (Interior) 

1. Type  F1 MCN 1. Verify ceiling type in field. 

 

2. Type  F1A MCN 1. This is 6' length fixture. Provide with    
4-39WT5HO lamps and electronic 
dimming ballast. 

2. Verify ceiling type in field. 

 

3. Type  F2 MCN 1. LED shall be 3600 lumens and 36W,  
not 2400 lumens and 24W as submitted.  

 

4. Type F3 

 

REJ 1. Provide the Slot 4T series with 
asymmetric distribution. 

 

5. Type  F4 REJ 1. Provide LED downlight with 4" 
aperture, not 6" aperture as submitted. 

 

6. Type  F5 MCN 1. Provide LED with 3500K color 
temperature and 80 degree reflector,    
not 3000K and 50 degree reflector as 
submitted.  

 

7. Type  F6 NET  

 

8. Type  F7 MCN 1. Provide with programmed rapid start 
ballast, not instant start ballast as 
submitted.  

 

9. Type  E1 NET  

 



VA Palo Alto Dialysis Suite Renovation Page 3 
Submittal - Electrical 26 51 00 Job No. 12050 
December 10, 2013  

Reference and Description Review Comments 
  

10 Type E1 NS 1. Submit specified exit sign with 
double face and arrows as indicated 
on drawing. 

 

END OF REVIEW COMMENTS 

























VAPA Dialysis RenovationSubmittal Review 
Submittal Number: 035 Date Recd: 2/10/2014

Subcontractor: Raceways & Boxes for Electrical Systems

Description: EMT Conduit, Flex Conduit, EMT Couplings, EMT Bodies, EMT Straps, EMT Bushings, 
Flex Fittings, Hangers, Wire Nuts, Boxes, Supports, Pull Rope

Page 1 of 1

Architect's corrections or comments (or the absence of the same) do not relieve Contractor from compliance with the requirements of the Contract Documents.  Architect’s review is limited and is only 
for general conformance with the requirements of the Contract Documents.  Any deviations from contract requirements not clearly identified as deviations, have not been reviewed.  Contractor is solely 
responsible for: job site correlation and confirmation of all dimensions; quantities, weights, and gauges; selecting fabrication processes and construction techniques; and coordinating and safely and 
satisfactorily performing the work in compliance with the requirements of the Contract Documents.  Review of any item does not indicate acceptance of any assembly of which the item reviewed is a 
component.  See the Specifications for definition of purpose of Architect's review of Contractor's submittals.

Reviewer: Consultant

Specifications Sections: 26 05 33 -  -  - 

Product Data/Other -  -  - Submittal Type:

Substitution

Proj.#: 140-0802-05

The
Design 
Partnership LLP 
Architects + Planners

1412 Van Ness Ave. 
San Francisco, CA        94109
Phone:          (415) 777-3737
Fax:              (415) 777 3476

1. Reviewed/No Exceptions Taken (UON)

2. Make Corrections Noted (Resubmittal Not Required)

3. Revise as Noted and Resubmit

4. Incomplete Submittal, Submit Missing Information 

5. Rejected, Resubmit as Specified

6. Retained for A/E/Owner Record Only, without A/E Review  

Other Comments
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